ORDINANGE NO. <03 | N.s.

AN ORDINANCE REGULATING INSTALLATION AND TINSPECTION OF
ELECTRICAL EQUIFMENT IN THE CITY OF EL PASO DE ROELES,
AND REPEALING ORDINANCE NC. 205, N.S. AND OTHER ORDIN-
ANCES AND PARTS OF ORDINANCES IN CONFLICT HEREWITH.

THE CITY COUNCIL OF THE CITY COF EL PASO DE ROBLES DOE3S CORDAIN AS FOLLCWS:
SECTION I
A. That a certain document, three (3) copies &f which arc on file in
the office of the City Clerk of the City of El Paso de Robles, cach being
marked and designated as the "Uniform Electrical Code, Published by the Pacific
Coast Electrical Bureau, 1962 Edition," be and the same is hereby adopted as the
Electrical Code of the City of El Paso de Robles, together with regulations
hereafter appearing, for the regulation, inspection, installation, maintenance
and repair of electrical wiring and equipment in the City of El Paso de'Robles.
B, The aforesaid Uniform Electrical Code is hereby made an integral
part of this ordinance, the same as though its rules and regulations were fully
set forth herein,
C. Where the Uniform Electrical Code rules and regulations, and the
regulations hereinafter appeqring, conflict, the latter shall prevail,
SECTION IX
A. Regulations referred to in the preceding section of this ordinance
are as follows, to-wit:
Bs COMMERCIAL BUILDINGS:
ls A1l electrical wiring shall be installed in rigid metal conduit,
electrieal metallic tubing, under floor raceways of approved in-
sulating material, cellular metal raceways, surface metal raceways,
wirewéys, busways and auziliary gutters,
2o Flexible metallic conduit shall not be used, except where im-
practical to instell rigid raceway matefial or on Type V buildings
in Fire Zones 2 and 3,
C. COMMERCIAL BUILDINGS WITH LIVING QUARTERS ABOVE:
1. Building must be wired as set forth in Parggraph 1 of Section II-B
De HOTELS AND MOTELS:
1. Hotels and Motels of two or more stories in any zone must be

wired in rigid conduit or electrical metallic tubing,

—l’.



E. MASONRY BUTILDINGS:
1. All buildings of wasonry construction shall be wired as set
forth in Paragraph B above,
F. WIRE:
1, A1l Romex used ia the City of El Paso de Robles shall be of the
grounded type,
G. OUTLETS:
1. All electric outlets installgd shall be of grounded type and
grounded.
He ENTRANCE SHITCH:
1. The service entrance switch shall be of 200 amp minimum when
connected heating load is 12 klowatts or larger,
I, MAIN DISCONNECT:
1. A services shall have a mein disconnect.,
Jo RANGES AND DRYERS:
1. Minimum requirements for electric ranges and clothes dryers:
(a) Standard range with oven . . o o . . . o o o o3 #6 A.G.
(b) Cooking units with ssparate oven:
(1) /4 elements or less o o o . . . . . .« o 3 #10 AWC.
(2) Separate ovens - 4,6 KW or less e o oo 3 #10 AN.G.
(c) Clothes dryers - 4o7 KW or less. o e o 0 0 o 310 ANG.
SECTION III
That Ordinance No, 205, N.S., entitled "An Ordinance Regulating the
Sale, Installation and Inspection of Electrical Equipment", passed on the 15th
day of April, 1962, and all other ordinances and parts of ordinances in conflict

herewith are hereby repealed,

APPROVED AND ADOPTED this _2 9 22  day of /—{a/;/ y 1963,
, | HAYOR {

ATTEST:




STATE OF CALIFORNIA
COUNTY OF SAN LUIS OBISPO S8S.
CITY OF EL PASO DE ROBLES

I, o S0Sa Tuckere , City Clerk of the City of
El Paso de Robles, California, do hereby certify that the foregoing._. ORDINANGE

Council of the City of El Paso de Robles, California, at a regular meeting of said City

Council held at the regular meeting place thereof, on the..20th. day, of...  May
19.63..., by the following vote:

AYES: Councilmen ......... -.Blake, Galba, Pas, Dale Schwartx and Barney Schwartz

NOES: Councilmen..._....... Eone

ABSENT: Councilmen.... None
Dated this...20h . ___day of . May , 1963

7 A
of Tire~Gity’ Councll,

City of El1 Paso de Robles, State of California.




